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<Reference>
May 17, 2013

Tokyo Electric Power Company

Changes in the Thermometer Readings at Unit 1 of Fukushima Daiichi 
Nuclear Power Station (May 5-11, 2013) [Announced on May 11]

窒素ガス封入

Upper Part of the Reactor SKIRT JOINT 
(TE-263-69H1)
Upper Part of the Reactor SKIRT JOINT
(TE-263-69H3)

Temperature of the PCV (TE-1625T3)

Temperature of the PCV (TE-1625T6)

Parameters Related to the Temperatures of Unit 1 at Fukushima Daiichi NPS 

Nitrogen injection
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(May 11-17, 2013) [Announced on May 17]

Upper Part of the Reactor SKIRT JOINT 
(TE-263-69H1)
Upper Part of the Reactor SKIRT JOINT
(TE-263-69H3)

Temperature of the PCV (TE-1625T3)

Temperature of the PCV (TE-1625T6)

Parameters Related to the Temperatures of Unit 1 at Fukushima Daiichi NPS 
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(Reference) Measurement Points of the Temperatures Related to the Technical 
Specification at Unit 1 of Fukushima Daiichi Nuclear Power Station

Upper part of the Reactor skirt joint (TE-263-69H1) 

Upper part of the Reactor skirt joint (TE-263-69H2) 

Upper part of the Reactor skirt joint (TE-263-69H3) 

Temperature of the PCV (TE-1625T3)

Temperature of the PCV (TE-1625T6)

(*) As of March 4, 2013

RPV

PCV

Instrument subject to 
the technical 

specification watch list
Instrument

Thermometers Related to the Technical Specification at Unit 1 of Fukushima Daiichi NPS 


