
Tokyo Electric Power Company

Survey Results of the Reactor Building, Unit 1

June 4, 2011
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around the hole:
Humidity 55.7%
Temperature 31.9℃
at 16:30, June 3, 2011

Humidity60.5%
Temperature27.3℃
at 15:00, June 3, 2011
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Water Pressure Control Unit

＜Legend＞
Blue: Measured on May ５
Red ：Measured on May 9
Green ：Measured on May
13
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Steam found here
approx. at 16:00,
June 3, 2011


