
Installation of the temporary differential pressure gauge at 
Fukushima Daiichi Nuclear Power Station Unit 2
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Install a temporary lack (differential 
pressure gauge and pressure gauge  
in the dotted line) to the permanent 
pressure gauge and fill water.
Monitoring and confirmation of the 
indicated value of the differential 
pressure gauge and the pressure 
gauge will be implemented 
afterwards.
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