
Measurement Results of Dose Rate at Unit 2 
Reactor Building of Fukushima Daiichi

（conducted on July 8）

【1st floor】 【2nd floor】
Layout of buildings are image figures（scale size and layout are not reflected correctly）

Migration path of robot

【3rd floor】

NN

21mSv/h 27mSv/h 35mSv/h

1st floor to 2nd floor
in midstream

40mSv/h

North east stairs,
2nd floor

18～50mSv/h

50mSv/h 27mSv/h 10～12mSv/h

Camera’s direction

20mSv/h

July 11, 2011
Tokyo Electric Power Company

Emergency door

Truck bay door

North west stairs,
3rd floorPCV ahead

Reactor Equipment 
Cooling Water System 
Heat Exchanger ahead

North east stairs,
1st floor

Around Hydraulic 
Control Unit


