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写真１　C/B内部から開口部を見る

流出部

写真２　C/B内部の流出部近景

Ground plan of transformer yard, Unit 3
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Leakage detected between cable duct for starting transformer and control building
Unit 3, Fukushima Daiichi Nuclear Power Station
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Photo2: Closeup of leakage inside C/BPhoto1: Opening seen from inside C/B

Lower part of opening (leakage point)
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