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Sampling Result of Water of the Spent Fuel Pool and Liner Drain Water 

of the Fukushima Daiichi Nuclear Power Plant Unit 4 
 

Ｃｌ 

（Chloride ion）
Hydrazine Cesium 137 Cesium 134 Iodine 131 

Sample
Sampling 

date/time 
ppm ppm Bq/L Bq/L Bq/L 

① 9/7 11:40 770 ＮＤ 2.5×104 1.7×104 ＮＤ 

② 9/7 15:00 500 ＮＤ 1.7×104 1.2×104 ＮＤ 

 

Sample①：Water of the Spent Fuel Pool 

Sample②：Liner Drain Water of the Spent Fuel Pool 


