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Fukushima Daiichi Nuclear Power Station: Unit 3
Measurement of Radiation Dose of Emergency Gas Treatment System and

the Result of the Status of Valves
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Legend for the status of valves

Stand-by / Power failure
•Valves in the picture are all air operated  ones
•Valves in the circles were confirmed to be the 
status same as the power failure [open] at the 
investigation of the site on December 22
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Tokyo Electric Power Company
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