
TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3

2/1 23:00 52.0 44.5 43.9

2/2 5:00 52.4 44.5 43.9

2/2 11:00 52.9 44.6 44.1

2/2 17:00 54.6 44.6 44.2

2/2 23:00 55.7 44.7 44.3

2/3 5:00 57.4 44.8 44.4

2/3 11:00 58.0 44.8 44.5

2/3 17:00 61.0 44.8 44.6

2/3 23:00 62.6 45.0 44.8

2/4 5:00 64.5 45.3 45.0

2/4 11:00 64.8 45.2 45.1

2/4 17:00 65.1 45.7 45.2

2/4 23:00 66.1 45.6 45.3

2/5 5:00 67.4 45.6 45.2

2/5 11:00 68.6 45.6 45.0

2/5 17:00 69.4 45.3 44.8

2/5 23:00 70.3 44.9 44.6

2/6 5:00 70.6 44.7 44.3

2/6 11:00 71.0 44.1 43.9

2/6 17:00 69.2 43.9 43.5

2/6 23:00 69.9 43.6 43.2

2/7 5:00 72.2 43.1 42.8

2/7 11:00 69.6 42.2 42.0

2/7 17:00 68.5 41.3 41.0

2/7 23:00 67.4 40.6 40.3

2/8 5:00 66.7 40.0 39.7

2/8 11:00 66.0 39.5 39.2

2/8 17:00 65.4 39.1 38.7

2/8 23:00 68.1 38.7 38.3

2/9 5:00 67.9 38.2 37.9

2/9 11:00 66.8 37.8 37.6

2/9 17:00 65.6 37.5 37.2

＜Reference＞
February 9, 2012

Tokyo Electric Power Company

Date & Time

Temperature of the RPV bottom (upper bottom head)
at Unit 2, Fukushima Daiichi (１Ｆ) /℃

Temperature of the RPV Bottom (Upper Bottom Head)
at Unit 2, Fukushima Daiichi (1F) NPS


