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Investigation Result (Images and Visual Inspection)

The robot was unable to go any further than 
the labyrinth with the route being blocked by 
the TIP Room door that was blown away.

TIP Room entrance area was visually 
inspected by a worker, and no major 
damages to equipments (including the TIP 
Room guide tube) were found.
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【Legend】

The atmosphere dose rate [mSv/h] 
measured on May 23, 2012

The atmosphere dose rate [mSv/h] 
measured until the end of December 
2011
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