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Unit 4 Spent Fuel Pool Alternative Cooling System
Secondary System Circulation Pump (A)

Situation of the Burnt Area Near the Motor Terminal Housing

Unit 4 SFP secondary system
circulation pump (A)

Burnt area on the
motor terminal

Enlarged

Upper part of the
motor terminal

With the motor terminal
cover opened


