
Service Building
Unit 3 Turbine Building

Locations where the pressure
hose came off

P
hoto shooting 

direction

Water Leakage in Unit 3 Turbine Building at Fukushima 
Daiichi Nuclear Power Station

< Reference >
December 12, 2012

Tokyo Electric Power Company

Unit 3 Turbine Building 
large equipment carry-in entrance

Unit 3 fire hydrant

To Unit 2

Difference (Approx. 1m)

Leakage location on December 11

Area affected by the leakage

Pressure hose
[Radioactivity density analysis results of the leaked water]

Cs-134：4.2×101Bq/cm3, Cs-137：7.4×101Bq/cm3


