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Completion of Repair of the Decontamination Apparatus

December 27, 2012
Tokyo Electric Power Company

Sludge transfer pump: Repair completed on September 21, 2012

Level gauges: Repair completed on December 27, 2012
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Mixer: Repair completed on July 20, 2012
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The parts indicated in red have been repaired.


