
＜Attachment-1＞

［Exhaust stack and Exhaust vent of building］

①Iodine 131

（Bq/cm3)

②Minimum Detectable
Density

(Bq/cm3)

③Upper Concentration
Limit in the Air

Bq/cm3

(Density in annoucement)

Unit 1 Not detected 4.8×10－９

Unit 2 6.7×10－９ 4.7×10－９

Unit 3 Not detected 4.9×10－９

Unit 4 5.3×10－９ 4.4×10－９

Unit 5 4.6×10－９ 3.4×10－９

Unit 6 5.4×10－９ 4.7×10－９

Unit 7 Not detected 4.8×10－９

Unit 3 Not detected 4.6×10－９

Unit 5 5.6×10－９ 3.4×10－９

Unit 6 Not detected 5.0×10－９

6.2×10－９ 4.5×10－９

Not detected 4.9×10－９

Not detected 4.9×10－９
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