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取り付け角度 ０° １３５° ２７０° 取り付け角度 ０° １３５° ２７０°
計器番号 TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3 計器番号 TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3

2/1 1:00 50.7 44.5 43.9 2/4 10:00 66.5 45.1 45.2
2/1 4:00 51.1 44.7 44.0 2/4 11:00 66.3 45.2 45.1
2/1 7:00 50.9 44.4 43.9 2/4 12:00 64.1 45.4 45.1
2/1 10:00 52.9 44.5 43.9 2/4 13:00 65.2 45.4 45.1
2/1 11:00 50.2 44.6 44.0 2/4 14:00 65.2 45.5 45.2
2/1 12:00 51.0 44.4 43.9 2/4 15:00 66.6 45.3 45.2
2/1 13:00 51.3 44.4 43.9 2/4 16:00 67.2 45.5 45.2
2/1 14:00 51.3 44.4 43.9 2/4 17:00 64.8 45.7 45.2
2/1 15:00 52.8 44.1 43.9 2/4 18:00 64.8 45.6 45.2
2/1 16:00 51.9 44.5 43.9 2/4 19:00 65.2 45.6 45.3
2/1 17:00 50.3 44.4 43.9 2/4 20:00 65.6 45.6 45.2
2/1 18:00 51.4 44.4 43.9 2/4 21:00 65.4 45.6 45.2
2/1 19:00 51.7 44.5 44.0 2/4 22:00 65.8 45.7 45.3
2/1 22:00 52.3 44.7 44.0 2/4 23:00 66.2 45.6 45.3
2/2 1:00 52.2 44.5 44.0 2/5 0:00 67.8 45.4 45.2
2/2 4:00 53.4 44.6 43.9 2/5 1:00 69.2 45.7 45.3
2/2 7:00 51.7 44.6 44.1 2/5 2:00 66.4 45.9 45.3
2/2 10:00 55.0 44.6 44.1 2/5 3:00 66.3 45.7 45.3
2/2 11:00 52.6 44.8 44.1 2/5 4:00 67.1 45.6 45.3
2/2 12:00 52.2 44.7 44.2 2/5 5:00 67.4 45.6 45.2
2/2 13:00 54.0 44.5 44.2 2/5 6:00 67.7 45.3 45.2
2/2 14:00 54.4 44.4 44.2 2/5 7:00 70.4 45.5 45.2
2/2 15:00 55.7 44.3 44.2 2/5 8:00 68.2 45.7 45.2
2/2 16:00 56.4 44.6 44.2 2/5 9:00 67.4 45.5 45.1
2/2 19:00 56.8 44.8 44.3 2/5 10:00 68.8 45.4 45.1
2/2 22:00 55.3 44.7 44.3 2/5 11:00 69.0 45.6 45.0
2/3 1:00 55.3 44.7 44.3 2/5 12:00 67.7 45.3 45.0
2/3 4:00 56.9 44.7 44.4 2/5 13:00 68.7 45.3 45.0
2/3 7:00 59.5 44.6 44.4 2/5 14:00 68.9 45.2 44.9
2/3 10:00 58.6 45.0 44.4 2/5 15:00 70.4 45.0 44.8
2/3 11:00 58.2 44.8 44.5 2/5 16:00 71.7 45.3 44.8
2/3 12:00 61.5 44.6 44.6 2/5 17:00 69.1 45.3 44.8
2/3 13:00 62.7 44.5 44.5 2/5 18:00 68.3 45.1 44.7
2/3 14:00 61.2 44.7 44.5 2/5 19:00 69.8 45.0 44.7
2/3 15:00 60.9 44.8 44.5 2/5 20:00 70.1 45.0 44.7
2/3 16:00 63.5 44.8 44.5 2/5 21:00 71.0 44.8 44.6
2/3 17:00 61.3 45.0 44.6 2/5 22:00 72.6 45.0 44.6
2/3 18:00 60.9 44.9 44.6 2/5 23:00 70.6 45.0 44.6
2/3 19:00 62.9 44.6 44.6 2/6 0:00 70.0 44.9 44.5
2/3 20:00 61.7 45.0 44.6 2/6 1:00 70.6 44.8 44.5
2/3 21:00 61.2 44.9 44.7 2/6 2:00 71.1 44.8 44.5
2/3 22:00 62.1 44.9 44.7 2/6 3:00 70.3 44.6 44.4
2/3 23:00 62.5 45.0 44.8 2/6 4:00 73.1 44.8 44.4
2/4 0:00 63.2 44.8 44.8 2/6 5:00 70.6 44.7 44.3
2/4 1:00 65.2 44.9 44.9 2/6 6:00 71.0 44.4 44.2
2/4 2:00 64.1 45.3 45.0 2/6 7:00 73.3 44.6 44.2
2/4 3:00 63.2 45.2 45.0 2/6 8:00 71.2 44.7 44.1
2/4 4:00 64.1 45.3 45.0 2/6 9:00 69.6 44.4 44.1
2/4 5:00 64.6 45.3 45.0 2/6 10:00 70.5 44.3 44.0
2/4 6:00 64.7 45.2 45.1 2/6 11:00 70.6 44.1 43.9
2/4 7:00 66.8 45.1 45.1 2/6 12:00 72.0 43.9 43.8
2/4 8:00 64.7 45.3 45.1 2/6 13:00 70.7 44.1 43.8
2/4 9:00 63.7 45.3 45.1 2/6 14:00 70.7 44.0 43.7
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※本データは参考データであり、プラント関連パラメータとは数値が同一でない可能性があります。



取り付け角度 ０° １３５° ２７０° 取り付け角度 ０° １３５° ２７０°
計器番号 TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3 計器番号 TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3

2/6 15:00 70.8 43.8 43.6 2/8 22:00 67.9 38.4 38.5
2/6 16:00 71.6 43.9 43.6 2/8 23:00 70.8 39.0 38.2
2/6 17:00 69.5 44.1 43.5 2/9 0:00 67.5 38.9 38.3
2/6 18:00 68.5 43.9 43.5 2/9 1:00 68.2 38.5 38.2
2/6 19:00 69.3 43.8 43.4 2/9 2:00 68.1 38.5 38.1
2/6 20:00 70.1 43.7 43.3 2/9 3:00 68.0 38.4 38.1
2/6 21:00 70.4 43.5 43.3 2/9 4:00 69.5 38.0 38.0
2/6 22:00 71.0 43.4 43.2 2/9 5:00 70.6 38.5 37.9
2/6 23:00 70.0 43.8 43.2 2/9 6:00 67.6 38.5 37.9
2/7 0:00 68.8 43.5 43.2 2/9 7:00 66.7 38.1 37.8
2/7 1:00 70.1 43.5 43.1 2/9 8:00 66.5 38.0 37.7
2/7 2:00 70.4 43.5 43.1 2/9 9:00 66.1 37.9 37.7
2/7 3:00 70.4 43.2 43.0 2/9 10:00 64.6 37.9 37.6
2/7 4:00 72.7 43.2 42.9 2/9 11:00 69.5 38.2 37.5
2/7 5:00 70.4 43.2 42.8 2/9 12:00 67.1 38.2 37.5
2/7 6:00 70.1 43.0 42.7 2/9 13:00 67.4 37.7 37.4
2/7 7:00 71.5 42.7 42.6 2/9 14:00 67.2 37.7 37.3
2/7 8:00 71.4 42.9 42.4 2/9 15:00 66.7 37.6 37.3
2/7 9:00 68.6 42.6 42.3 2/9 16:00 66.3 37.3 37.4
2/7 10:00 69.0 42.4 42.1 2/9 17:00 67.9 37.2 37.1
2/7 11:00 70.1 42.2 42.0 2/9 18:00 66.8 37.7 37.0
2/7 12:00 70.0 41.7 41.9 2/9 19:00 65.9 37.0 37.1
2/7 13:00 71.5 41.8 41.6 2/9 20:00 67.9 36.9 37.0
2/7 14:00 69.1 42.1 41.4 2/9 21:00 67.9 37.5 36.8
2/7 15:00 67.6 41.6 41.3 2/9 22:00 64.8 37.2 36.8
2/7 16:00 68.5 41.4 41.2 2/9 23:00 65.3 37.0 36.8
2/7 17:00 67.7 41.6 41.0 2/10 0:00 66.1 37.0 36.8
2/7 18:00 67.3 41.2 40.9 2/10 1:00 66.8 36.9 36.7
2/7 19:00 67.8 41.0 40.8 2/10 2:00 68.6 36.5 36.7
2/7 20:00 67.3 40.9 40.7 2/10 3:00 68.7 37.1 36.5
2/7 21:00 67.6 40.8 40.6 2/10 4:00 66.2 36.9 36.5
2/7 22:00 69.1 40.4 40.4 2/10 5:00 66.3 36.6 36.4
2/7 23:00 69.4 40.5 40.3 2/10 6:00 67.0 36.5 36.4
2/8 0:00 65.4 40.5 40.2 2/10 7:00 67.4 36.5 36.3
2/8 1:00 66.3 40.4 40.1 2/10 8:00 66.9 36.1 36.3
2/8 2:00 65.8 40.3 40.0 2/10 9:00 68.9 36.0 36.2
2/8 3:00 66.2 39.9 39.9 2/10 10:00 67.2 36.7 36.1
2/8 4:00 67.4 39.8 39.8 2/10 11:00 68.4 35.9 36.1
2/8 5:00 67.4 40.3 39.6 2/10 12:00 69.9 36.6 36.0
2/8 6:00 65.0 40.0 39.6 2/10 13:00 65.9 36.2 36.1
2/8 7:00 66.1 39.9 39.6 2/10 14:00 67.2 36.2 36.0
2/8 8:00 66.1 39.8 39.4 2/10 15:00 67.3 36.1 36.0
2/8 9:00 66.2 39.6 39.4 2/10 16:00 67.8 35.8 36.0
2/8 10:00 68.0 39.3 39.2 2/10 17:00 70.4 35.8 35.8
2/8 11:00 66.0 39.5 39.2 2/10 18:00 68.6 36.1 35.9
2/8 12:00 66.1 39.7 39.1 2/10 19:00 69.0 36.0 35.9
2/8 13:00 66.2 39.4 39.0 2/10 20:00 69.2 35.6 35.9
2/8 14:00 66.5 39.3 38.9 2/10 21:00 71.1 36.3 35.8
2/8 15:00 66.3 38.9 38.9 2/10 22:00 68.4 36.3 35.8
2/8 16:00 68.0 38.7 38.8 2/10 23:00 67.8 35.9 35.8
2/8 17:00 66.4 39.4 38.7 2/11 0:00 69.3 35.9 35.8
2/8 18:00 64.1 39.0 38.6 2/11 1:00 69.8 35.8 35.8
2/8 19:00 64.7 39.0 38.6 2/11 2:00 69.2 35.5 35.8
2/8 20:00 65.4 38.9 38.5 2/11 3:00 71.3 35.8 35.6
2/8 21:00 66.3 38.6 38.5 2/11 4:00 68.5 36.1 35.6

※本データは参考データであり、プラント関連パラメータとは数値が同一でない可能性があります。



取り付け角度 ０° １３５° ２７０°
計器番号 TE-2-3-69H1 TE-2-3-69H2 TE-2-3-69H3

2/11 5:00 67.4 35.7 35.6
2/11 6:00 68.3 35.6 35.6
2/11 7:00 68.8 35.6 35.6
2/11 8:00 69.2 35.2 35.6
2/11 9:00 71.3 35.3 35.4
2/11 10:00 70.8 35.9 35.4
2/11 11:00 71.2 35.1 35.4
2/11 12:00 71.2 35.9 35.4
2/11 13:00 68.7 35.5 35.4
2/11 14:00 69.4 35.4 35.4
2/11 15:00 69.6 35.4 35.3
2/11 16:00 68.6 35.5 35.4
2/11 17:00 69.5 35.0 35.4
2/11 18:00 71.2 35.3 35.3
2/11 19:00 71.1 35.3 35.3
2/11 20:00 70.9 34.9 35.3
2/11 21:00 73.3 34.9 35.2
2/11 22:00 72.5 35.6 35.2
2/11 23:00 71.2 35.2 35.2
2/12 0:00 71.1 35.2 35.2
2/12 1:00 69.5 35.3 35.2
2/12 2:00 71.9 35.2 35.2
2/12 3:00 74.1 34.8 35.1
2/12 4:00 75.7 35.4 35.0
2/12 5:00 74.0 35.4 35.0
2/12 6:00 74.4 34.9 35.0
2/12 7:00 76.3 34.8 34.9
2/12 8:00 74.5 34.8 34.9
2/12 9:00 77.1 34.4 34.9
2/12 10:00 78.3 35.0 34.7
2/12 11:00 74.9 35.1 34.7
2/12 12:00 79.1 34.9 34.6
2/12 13:00 77.6 34.9 34.6
2/12 14:00 78.5 34.5 34.6
2/12 15:00 79.2 34.4 34.6
2/12 16:00 80.1 34.3 34.5

 

※本データは参考データであり、プラント関連パラメータとは数値が同一でない可能性があります。


